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NOTES:- The quick setup parameters should always be commissioned on new installation. Terminals 27 & 37 must always be at 24V for the drive to run under any condition (i.e. must be closed to 12 or 13)





Danfoss HVAC FC102 


Connection Diagram
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OFF = 0-10V
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OFF = 0-10V
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When fitted








